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(iii) The technical aspects of a 
State’s determination would be inde-
fensible in an expected Federal enforce-
ment action taken against a system. 

[56 FR 26548, June 7, 1991, as amended at 72 
FR 57815, Oct. 10, 2007] 

§ 141.84 Lead service line replacement 
requirements. 

(a) Systems that fail to meet the lead 
action level in tap samples taken pur-
suant to § 141.86(d)(2), after installing 
corrosion control and/or source water 
treatment (whichever sampling occurs 
later), shall replace lead service lines 
in accordance with the requirements of 
this section. If a system is in violation 
of § 141.81 or § 141.83 for failure to install 
source water or corrosion control 
treatment, the State may require the 
system to commence lead service line 
replacement under this section after 
the date by which the system was re-
quired to conduct monitoring under 
§ 141.86(d)(2) has passed. 

(b)(1) A water system shall replace 
annually at least 7 percent of the ini-
tial number of lead service lines in its 
distribution system. The initial num-
ber of lead service lines is the number 
of lead lines in place at the time the 
replacement program begins. The sys-
tem shall identify the initial number of 
lead service lines in its distribution 
system, including an identification of 
the portion(s) owned by the system, 
based on a materials evaluation, in-
cluding the evaluation required under 
§ 141.86(a) and relevant legal authorities 
(e.g., contracts, local ordinances) re-
garding the portion owned by the sys-
tem. The first year of lead service line 
replacement shall begin on the first 
day following the end of the moni-
toring period in which the action level 
was exceeded under paragraph (a) of 
this section. If monitoring is required 
annually or less frequently, the end of 
the monitoring period is September 30 
of the calendar year in which the sam-
pling occurs. If the State has estab-
lished an alternate monitoring period, 
then the end of the monitoring period 
will be the last day of that period. 

(2) Any water system resuming a lead 
service line replacement program after 
the cessation of its lead service line re-
placement program as allowed by para-
graph (f) of this section shall update its 

inventory of lead service lines to in-
clude those sites that were previously 
determined not to require replacement 
through the sampling provision under 
paragraph (c) of this section. The sys-
tem will then divide the updated num-
ber of remaining lead service lines by 
the number of remaining years in the 
program to determine the number of 
lines that must be replaced per year (7 
percent lead service line replacement is 
based on a 15-year replacement pro-
gram, so, for example, systems resum-
ing lead service line replacement after 
previously conducting two years of re-
placement would divide the updated in-
ventory by 13). For those systems that 
have completed a 15-year lead service 
line replacement program, the State 
will determine a schedule for replacing 
or retesting lines that were previously 
tested out under the replacement pro-
gram when the system re-exceeds the 
action level. 

(c) A system is not required to re-
place an individual lead service line if 
the lead concentration in all service 
line samples from that line, taken pur-
suant to § 141.86(b)(3), is less than or 
equal to 0.015 mg/L. 

(d) A water system shall replace that 
portion of the lead service line that it 
owns. In cases where the system does 
not own the entire lead service line, 
the system shall notify the owner of 
the line, or the owner’s authorized 
agent, that the system will replace the 
portion of the service line that it owns 
and shall offer to replace the owner’s 
portion of the line. A system is not re-
quired to bear the cost of replacing the 
privately-owned portion of the line, nor 
is it required to replace the privately- 
owned portion where the owner chooses 
not to pay the cost of replacing the pri-
vately-owned portion of the line, or 
where replacing the privately-owned 
portion would be precluded by State, 
local or common law. A water system 
that does not replace the entire length 
of the service line also shall complete 
the following tasks. 

(1) At least 45 days prior to com-
mencing with the partial replacement 
of a lead service line, the water system 
shall provide notice to the resident(s) 
of all buildings served by the line ex-
plaining that they may experience a 
temporary increase of lead levels in 
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their drinking water, along with guid-
ance on measures consumers can take 
to minimize their exposure to lead. The 
State may allow the water system to 
provide notice under the previous sen-
tence less than 45 days prior to com-
mencing partial lead service line re-
placement where such replacement is 
in conjunction with emergency repairs. 
In addition, the water system shall in-
form the resident(s) served by the line 
that the system will, at the system’s 
expense, collect a sample from each 
partially-replaced lead service line 
that is representative of the water in 
the service line for analysis of lead 
content, as prescribed under 
§ 141.86(b)(3), within 72 hours after the 
completion of the partial replacement 
of the service line. The system shall 
collect the sample and report the re-
sults of the analysis to the owner and 
the resident(s) served by the line with-
in three business days of receiving the 
results. Mailed notices post-marked 
within three business days of receiving 
the results shall be considered ‘‘on 
time.’’ 

(2) The water system shall provide 
the information required by paragraph 
(d)(1) of this section to the residents of 
individual dwellings by mail or by 
other methods approved by the State. 
In instances where multi-family dwell-
ings are served by the line, the water 
system shall have the option to post 
the information at a conspicuous loca-
tion. 

(e) The State shall require a system 
to replace lead service lines on a short-
er schedule than that required by this 
section, taking into account the num-
ber of lead service lines in the system, 
where such a shorter replacement 
schedule is feasible. The State shall 
make this determination in writing 
and notify the system of its finding 
within 6 months after the system is 
triggered into lead service line replace-
ment based on monitoring referenced 
in paragraph (a) of this section. 

(f) Any system may cease replacing 
lead service lines whenever first draw 
samples collected pursuant to 
§ 141.86(b)(2) meet the lead action level 
during each of two consecutive moni-
toring periods and the system submits 
the results to the State. If first draw 
tap samples collected in any such sys-

tem thereafter exceeds the lead action 
level, the system shall recommence re-
placing lead service lines pursuant to 
paragraph (b)(2) of this section. 

(g) To demonstrate compliance with 
paragraphs (a) through (d) of this sec-
tion, a system shall report to the State 
the information specified in § 141.90(e). 

[56 FR 26548, June 7, 1991; 57 FR 28788, June 
29, 1992, as amended at 65 FR 2005, Jan. 12, 
2000; 72 FR 57815, Oct. 10, 2007] 

§ 141.85 Public education and supple-
mental monitoring requirements. 

All water systems must deliver a 
consumer notice of lead tap water mon-
itoring results to persons served by the 
water system at sites that are tested, 
as specified in paragraph (d) of this sec-
tion. A water system that exceeds the 
lead action level based on tap water 
samples collected in accordance with 
§ 141.86 shall deliver the public edu-
cation materials contained in para-
graph (a) of this section in accordance 
with the requirements in paragraph (b) 
of this section. Water systems that ex-
ceed the lead action level must sample 
the tap water of any customer who re-
quests it in accordance with paragraph 
(c) of this section. 

(a) Content of written public education 
materials—(1) Community water systems 
and non-transient non-community water 
systems. Water systems must include 
the following elements in printed ma-
terials (e.g., brochures and pamphlets) 
in the same order as listed below. In 
addition, language in paragraphs 
(a)(1)(i) through (ii) and (a)(1)(vi) of 
this section must be included in the 
materials, exactly as written, except 
for the text in brackets in these para-
graphs for which the water system 
must include system-specific informa-
tion. Any additional information pre-
sented by a water system must be con-
sistent with the information below and 
be in plain language that can be under-
stood by the general public. Water sys-
tems must submit all written public 
education materials to the State prior 
to delivery. The State may require the 
system to obtain approval of the con-
tent of written public materials prior 
to delivery. 

(i) IMPORTANT INFORMATION 
ABOUT LEAD IN YOUR DRINKING 
WATER. [INSERT NAME OF WATER 
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